








Env-Ws 1003.10 Repair and Replacement of Existing Systems.

(a) Systems serving non-commercial buildings may be repaired or replaced "in kind" without submission of
plans, subject to the restrictions stated below. "In kind" means that the size, location, depth and type of design
that existed before repair and/or replacement and that the proposed use will not change or the flow increase.

(b) Septic tanks may be replaced with one or more tanks of the same size or larger, in the same location,
without department approval.

(c) If the effluent disposal portion of the system, including a dry well, is closer than 75 feet to surface waters or
water supply wells or closer than 24 inches to seasonal high water table, plans shall be submitted by a
permitted designer as per Env-Ws 1003, and approved prior to repair or replacement in accordance with Env-
Ws 1003. A test pit in accordance with Env-Ws 1006 shall be dug immediately adjacent to the effluent disposal
area to determine the seasonal high water table. For purposes of this section, the test pit may extend only 2 feet
below the bottom of the effluent disposal portion of the disposal area.

(d) Whenever an approval for a new design has been obtained pursuant to these rules, whether as part of an
expansion or conversion of an existing use or for any other reason, the new design shall be installed if the
existing system fails or is otherwise to be repaired or replaced.

(e) Systems serving commercial buildings shall not be repaired or replaced "in-kind". If a system for a
commercial building needs to be repaired or replaced, the owner of the system shall have plans submitted for
approval.

(f) Systems for facilities receiving anything other than effluent disposal shall submit plans for approval.

(g) All repair and replacement work shall be done by a state permitted installer, except a person may do the
work for the person's own private domicile.

(h) The department shall consider and grant waivers when necessary to approve required plans for repair and
replacement of systems. Waivers shall be requested in accordance with Env-Ws 1001.02.

(i) The installer shall submit the test pit data and a sketch of the repaired/replaced system to the department.

(j) The installer shall submit a completed questionnaire form containing the following:
(1) The installer's opinion as to the reason for failure;
(2) The system location;
(3) The type of water supply;
(4) The number of bedrooms in the residence served by the system;
(5) The type of appliances and fixtures by which wastewater is generated, such as,dishwasher, washing
machine, jacuzzi, hot tub, toilets, showers;
(6) Information concerning the existing system's approximate age, type and kind;

(7) A sketch showing:
a. Size, type, and kind of replacement system;
b. Location of replaced system;
c. Location of house, surface waters, wetlands, wells and ledge outcrops; and

(8) Copies of previous construction approval forms attached to the completed questionnaire form.
(k) Where plans are required by any of the above, the plans shall be submitted in accordance with Env-Ws
1003.
(l) Installers shall obtain required local authorization and permits before repairing or replacing a system.














